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PROPOSED CODE CHANGE (Check One) 

 Change to read as follows Add to read as follows  Delete and substitute as follows  Delete without substitution 

E3706.4 Grounded Conductor conductor terminations. Each grounded conductor shall terminate within the panelboard on an 
individual terminal that is not also used for another conductor, except that grounded conductors of circuits with parallel conductors 
shall be permitted to terminate on a single terminal where the terminal is identified for connection of more than one conductor. 
 
 
 

REASON AND FISCAL IMPACT 

Some circuit breakers have terminals that are listed for more than one conductor.  Additionally, most neutral bars are listed for three 
grounding conductors in each terminal but the grounded conductors (neutrals) are limited to one per terminal location. 
 

REVIEW RECOMMENDATION 

Approve 

Disapprove 

Approve as amended 

Further Study 

 

 


